
 

Weekly Lab Status Meeting – October 28, 2014  
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Injuries: 

 Division Category Case Date Date Entered Recordable Rx 
Medical ESH 

 ODD LDD ODD LDD 
 PD FNAL 10/21/2014 10/21/2014 N  0 0 0 0  

 Medical Comments: While working in his area the employee was stung on the waist by a bee. OTC 
medication given to employee and ice. 
ESH Comments: Employee was working indoors at lab 5 when he felt an insect sting. Employee 
reacted to sting and was urged to go to medical. Medical issued OTC. First aid. 

 
Claims Pending: 
None 
 
Vehicle Accidents: 
None 
 
ORPS/Incidents/Notices of Violations: 

• Welding material causes floor insulation to start on fire 
o Date and Time Discovered: 10/08/2014 13:15 (CTZ) 
o Date and Time Categorized: 10/15/2014 09:46 (CTZ) 
o During the finishing of a TIG weld on a piece of stainless steel pipe above the 

MicroBooNE detector at the LArTF facility, molten material was blown out of a weld 
due to pressure caused by the argon purge gas. The molten material fell down to the 
floor below (approximately a 25 ft. journey) and landed on the foam board 
insulation that lines the  floor. A couple minutes later an odor was noticed. The 
welder looked over the side of the vessel and noticed a small charred area with 
small flames. The welder quickly exited the welding area and notified others in the 
area. One of the technicians working on the topside of the detector area phoned 
3131 and reported the emergency. A precautionary evacuation was conducted. An 
engineer conducting work on the electronics noticed the fire, grabbed a fire 
extinguisher and put out the fire. A total area of approximately 3 sq. ft. of foam 
board was consumed. The fire department cleared the area. The local alarm system 
functioned properly, but did not communicate to the communication center. No 
personnel were injured as a result of this incident. The investigation is ongoing. 



 

 
 
 

 


